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LineaTor AUHF VSD MOTOR
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7 UNIT SPECIFICATIONS INPUT | QUTPUT | APPROX. WT,
HP (kW PHASE| VOLTS | AMPS kW (b (kq)

=d bk ) :
A3 5 (4] 3 600 5 L5 L6 (27)
B3 — NOTES:
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NATIONAL AND LOCAL ELECTRICAL CODES AND OTHER APPLICABLE
ELECTRICAL SAFETY AUTHORITIES.
2. CUSTOMER IS RESPONSIBLE FOR PROPER COOLING OF FILTER

COMPONENTS. ALLOWED AMBIENT: MAXIMUM 60°C, MINIMUM —40°C.

A MINIMUM CLEARANCE OF 27 MUST BE ALLOWED ON BOTH RIGHT
AND LEFT SIDES. PROPER VENTILATION MUST ENSURE THAT SUPPLY
AIR FLOWS THROUGH THE REACTOR COILS FROM BELOW THE UNIT.
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